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Abstract
In a context of rapidly expanding renewable energy resources, 
the wind power is the most interest. Because of intermittent 
nature of wind turbines, it is difficult to predict and control the 
wind power generation. At high penetration level, an extra 
fast response reserve capacity is needed to compensate the 
shortage of generation when a sudden variation of wind takes 
place. In order to manage this uncertainty, to minimize the sys-
tem losses, and to improve the voltage profiles, the injected 
power to the grid should be kept at its optimal level throughout 
the day. This paper presents an approach to keep the injected 
power at its optimal level by combining the wind power gen-
eration system with Plug-in Hybrid Electric Vehicles (PHEVs) 
and optimal utilizing of vehicle-to-grid (V2G) capacities. Opti-
mal PHEVs charging/discharging can stabilize the injected 
power of the wind turbines by storing electric energy during 
high wind speed and deliver it during low wind speed. So, it is 
important to estimate enough number of participating PHEVs 
for the desired applications. The proposed approach is tested 
using a 33-bus distribution system with a variety of case studies 
and actual wind speed.
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1 Introduction
The demand for electric energy has been increasing rapidly 
all over the world. This imposed a significant burden on the 
existing energy resources and led to an increase in environmen-
tal pollution and global warming. Using of renewable energy 
resources, which are clean and unlimited sources of energy, is 
an important solution for these problems [1]. Wind and solar 
energy are the most popular renewable energy resources. These 
resources are used as distributed generation (DGs) units tech-
nology to be defined as newer sources of power.
Wind energy is considered one of electricity sources, which 
is growing rapidly, and, of course, one of the fastest growing 
markets in the world [2]. Wind energy is present technical 
challenges because of its nature of intermittent. Therefore, it 
is difficult to predict the wind power generation and subject 
to factors outside the control of the operating company, which 
can make matching electricity supply to consumer demand 
problematic. Controlling of wind power generation and its 
potential effects on the electrical grid are different from tradi-
tional energy sources. At high penetration levels, an extra fast 
response reserve capacity is needed to cover the shortfall of a 
generation when a sudden deficit of wind takes place [3].
In recent years, many technical and financial methods have 
been suggested to solve the problem of uncertainty of wind 
power and to make wind power more reliable. In [4], battery 
storage are used to mitigate wind power fluctuations, and super-
conducting magnetic energy storage (SMES) is used in [5]. 
One method to mitigate the power and voltage fluctuation is to 
use PHEVs batteries. As PHEVs are still connected to the grid, 
they can charge/discharge to compensate any shortage/raise in 
the active power in a distribution system [6]. This concept of 
utilizing the PHEVs to support the grid is termed as a vehicle-
to-grid (V2G) [7, 8].
PHEVs have the potential to provide numerous ancillary 
services to the grid owing to the fact that they can act as either 
loads or sources when connected to the grid. In other words, 
PHEVs can be assumed as controllable loads to levelize the 
system demand during the off-peak period and as generation 
devices during peak period or high electricity price period to 
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provide capacity and energy services to grid [9, 10]. Unlike 
large generators, PHEVs batteries energy storage and power 
electronics are designed to provide large and frequent power 
fluctuations over short time period [11]. This makes the PHEVs 
especially more suitable for regulation. Once the vehicle 
receives a signal from the aggregator, it can respond in less 
than a second to change its power output. 
The battery of a PHEV is a very limited resource of energy 
that its impact on the grid can be neglected. The suggested 
method is based on the use of V2G aggregator for accommo-
dating the electrical energy of PHEVs in order to access high 
storage capacity from small battery capacity of PHEVs that 
can affect the grid usefully. Due to the population of PHEVs, 
many papers discussed the role of the V2G aggregator in man-
aging and controlling PHEVs [7, 8, 12-15]. The main role of 
V2G aggregator is to collect the PHEVs into one existence that 
can act as a generation or storage, which capable of supplying 
the energy needed by the grid or as a controllable load to be 
charged in a method to keep the system reliability. Moreover, 
the V2G aggregator determines which PHEV has to be selected 
to join the aggregation.
In this paper, an approach to manage the wind power by 
using high penetration of PHEVs is proposed. The proposed 
approach presents an optimal charging/discharging of PHEVs 
based on a multi-objective function including active power 
losses and voltage deviations to keep the injected power to 
the grid at its optimal level. Therefore, the power losses, fluc-
tuation of wind power, and voltage deviations are decreased. 
This concept makes the wind power a more reliable capacity. 
According to the wind speed variation, the V2G aggregator 
will decide to use a specific number of participation PHEVs, so 
the number of PHEVs will be changed every day depending on 
the wind speed of that day.
The rest of this paper is organized as follows. The objective 
function, limitations, and PHEVs battery model are presented 
in Section 2. Sections 3 discuss the proposed solution process. 
Simulation results are discussed in Section 4, and conclusions 
are included in Section 5.
2 Problem Formulation
2.1 Objective Function
In this study, the main objectives are as below:
• Minimizing the active power loss in the grid at each time 
interval t.
• Minimizing the deviation of all bus voltages at each time 
interval t.
Thus, there are two objectives that should be considered 
to form the objective function. In the objective function, each 
objective has a weight coefficient, the value of which shows the 
relative importance of that objective compared to the other one. 
So, the objective function is defined as:
Minimize OF K PL K VDt PL,t t VD,t t= +
K KPL,t VD,t+ = 1
where  OFt ,  KPL,t ,  KVD,t , PLt ,  and  VDt  are the objective 
function, weight coefficient related to active power loss, weight 
coefficient related to voltage profile deviation, active power 
losses, and voltage profile deviation at time interval  t, respec-
tively. The objective functions are described as follows:
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where  NTL,  NB,  Vi,t ,  VNi ,  Gk , and  δij,t  are number of trans-
mission lines, number of buses , voltage at  ith bus , nominal 
voltage of  ith bus, conductance between two buses, and differ-
ence between voltage angles at buses i, j, respectively.
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where P Q P P Qg g Ag D Di t i t i t i t i t, , , , ,, , , ,  and  Bij  are (at each time in-
terval t) the active power generated at bus i, reactive power 
generated at bus i, V2G aggregator power, active power de-
mand at bus i, reactive power demand at bus i, and susceptance 
between bus i and bus j, respectively.
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, , and  are the minimum voltage, 
maximum voltage, minimum V2G aggregator power, and max-
imum V2G aggregator power at bus i, respectively.
2.2 Battery Model for PHEV
For each time interval (t), the state of charge (SOC) of the 
PHEV battery is updated according to the charging/discharging 
status as follows:
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where  SOCi,t ,  Pchi,t ,  and  Pdci,t  are state of charge, charging 
rate, and discharging rate of ith PHEV at time interval t, re-
spectively. X and Y are binary variables ( X , Y ∈{0,1}), where 
X. Y = 0 because battery charging and discharging cannot be 
simultaneously performed.
The charging/discharging power of each PHEV battery at 
time interval  t  is described as follows:
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where Ci, Ei,t are the total capacity and stored energy of ith 
PHEV, respectively.
PHEV battery constraint
i. Storage capacity constraint
SOCi ,min  ≤  SOCi ,t  ≤  SOCi ,max
ii. Rate of charge constraint
Pchi ,t  ≤  Pchi
max
iii. Rate of discharge constraint
Pdci ,t  ≤  Pdci
max
where  SOCi ,min ,  SOCi ,max ,  Pchi
max , and Pdci
max  are minimum 
SOC, maximum SOC, maximum charging rate, and maximum 
discharging rate of ith PHEV, respectively.
3 Solution Method
The flowchart of the proposed approach is shown in Fig. 1. 
The figure shows that, firstly, the time interval is initialized. 
Secondly, the system data is read. Thirdly, the number of 
PHEVs is estimated and their batteries status are measured. 
Then, the optimization problem is solved to calculate the opti-
mal V2G aggregator power, and after that the V2G aggregator 
power is checked according to the following:
• If it is positive (i.e. PHEVs are in charging mode), we 
calculate the charging rate for each PHEV using (11) (if 
it is greater than its maximum charging rate, it should be 
fixed at maximum charging rate).
• If it is negative (i.e. PHEVs are in discharging mode), 
we calculate the discharging rate for each PHEV using 
(12) (if it is greater than its maximum discharging rate, it 
should be fixed at the maximum discharging rate).
Start
Time interval t=1.0
Read system data and
wind power at time
interval t
PAg,i > 0
Yes
Next Time
Sample
(Charging)
Calculate Pchi (11)Calculate Pdci (12)
No(Discharging)
max
chichi PP ≤
max
dcidci PP ≤
max
chichi PP =maxdcidci PP =
NoNo
Update PHEV SOCi (10)
Receiving the new PHEVs plugged-in
Estimate the number of PHEVs and
measure its batteries status: Ci, SOCi, DODi
Solve optimization problem (1-9)
SOCi=SOCi,max
Replace with
new PHEV
Print results
No
Yes Yes
Yes
Fig. 1 Flow chart of proposed approach.
After calculating charging/discharging rate, the SOC of 
PHEVs is updated (10) and check if it is reached its maximum 
SOC or not. The PHEVs that reached their maximum SOC 
replaced by new units. Finely, the results are printed and the 
algorithm goes to the next time sample and repeats the above 
process.
4 Results and discussions
The 33-bus distribution system has been used to test the pro-
posed method. This MV system comprises a single 12.66 kV 
supply point, 33-buses, 3 laterals, and 32 branches. The total 
active and reactive loads are 3.715 MW and 2.3 Mvar, respec-
tively, with real power loss at nominal loading of 0.203 kW. 
The complete system data are given in [16].
The daily wind power generation used in this study is shown 
in Fig. 2. It is connected to bus 6, where it is in the central of 
the loads. Also, V2G aggregator is connected to the same bus to 
enhance the wind power generation. Five models of PHEVs are 
considered in this paper. The main characteristics of these mod-
els (e.g. battery energy storage capacity, the initial state of charge 
(SOC), Depth of Discharge (DOD)) are summarized in Table 1. 
Number of PHEVs have been determined by the aggregator in 
that day are assumed 750 (i.e. 150 PHEVs for each model). The 
maximum charging/discharging rates have been chosen 4 kW 
[17]. The lower and upper voltage thresholds should be 0.95 p.u. 
and 1.05 p.u., respectively. The values of the two weight coeffi-
cients have been chosen as  KPL,t = 0.45 and  KVD,t = 0.55. The real 
time scenarios are modeled using daily load profiles shown in 
(11)
(12)
(15)
(14)
(13)
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Fig. 3. The optimization problem described in Section 2 is solved 
by using the student version of the AMPL solver [18].
Fig. 2 Daily wind power generation.
Fig. 3 Daily load profile.
Table 1 PHEV Models
Model
Battery capacity 
kWh
Initial
SOC %
Maximum
DOD %
Model 1 27.4 30 80
Model 2 5.33 70 60
Model 3 16 40 65
Model 4 24 50 65
Model 5 16 60 65
In order to verify the positive role of the developed approach 
in enhancing system performance, three different cases are 
studied, as follows:
Case 1: This base case is performed with no wind turbines or  
 PHEVs are connected.
Case 2: Only wind turbines are connected, no PHEVs.
Case 3: Both wind turbines and PHEVs are connected.
Case 1 represents the reference case while case 2 shows 
the effect of wind power generation on the grid. The proposed 
approach (case 3) shows the advantage of optimal utilizing the 
V2G capacities in predictability enhancement of wind power 
generation and improving the system performance.
Voltage profile at bus 18 are shown in Fig. 4 for three cases. 
Voltage profiles at other buses are not illustrated because they 
have better profiles than bus 18. The total system losses are 
compared for the three cases in Fig. 5. The variation of the OF 
for the three cases is illustrated in Fig. 6.
Fig. 4 Voltage profile at bus 18.
Fig. 5 Power losses.
Fig. 6 Normalized objective function.
Figure 4 shows that the voltage profiles are greatly improved 
and kept between limits and the voltage fluctuation is com-
pletely enhanced,when combine the wind power generation 
with PHEVs at its optimal charging/discharging. Figure 5 
shows that when we combine the wind power generation with 
PHEVs, the total system losses are highly decreased compared 
to other two cases. It is clear from Fig. 6 that OF in case 3 has 
lower values than cases 1 and 2.
The wind power generation, V2G aggregator power, and 
injected power to the grid are shown in Fig. 7. It is seen from 
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Fig. 7 that optimal V2G aggregator power completely enhance 
the wind power fluctuations by charging at high generation 
(positive part of V2G aggregator power) and discharging at 
low generation (negative part of V2G aggregator power), and 
keep the injected power to grid smooth and at its optimal value 
throughout the day. The changing of SOC for different PHEVs 
models due to charging/ discharging is illustrated in Fig. 8.
Fig. 7 Wind, V2G aggregator, and injected power.
Fig. 8 SOC for different PHEVs Models.
5 Conclusions
This paper proposed an approach to optimally utilize the 
V2G capacities of PHEVs and reduce the uncertainty of wind 
power. The proposed approach adopts multi-objective function 
with considering system constraints. The optimization problem 
is solved by using the student version of the AMPL solver. The 
effectiveness of the proposed approach is demonstrated through 
simulating daily operation of the 33-bus distribution system. 
Simulation results demonstrate the efficiency of the proposed 
algorithm to enhance the utilization and predictability of wind 
power. The power losses are significantly reduced, and voltage 
profiles are greatly improved for the optimal charging/discharg-
ing scenario when compared to the cases with no V2G services.
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